
Installation Instructions

B.  STEP BY STEP INSTRUCTIONS

A.  PREPARE MODULES
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C.  WIRING & PROPER USE

D.  SYSTEM SPECIFICATIONS & RATINGS
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   •   Maximum Voltage: 1,000 Volts
   •   Allowable Wire Size: 14 AWG – 8 AWG
   •   Wire Capacity 
 - For typical capacities, see Table 1 and Table 2
 - Verify with applicable codes and wire dimensions
 - Cross Sectional area with wire catch in closed position: 0.99 in2 

 - Cross Sectional area with wire catch in open position: 1.29 in2  
   •   Compatibility
 - Mount to typical solar panel frame with PVS Clip
 - Mount to racking and structural components with #8 truss head self drilling screw
   •   Spacing and Clearance
 - For rooftop arrays only:
  • Minimum clearance of 3 inches between module backsheet and roof surface
  • Minimum 1/4 inch gap between modules
 - Minimum 1 inch space between PVshield and module backsheet and any MLPEs.
 - Max distance between support points: 45 inches
   •   Maximum Ambient Temperature: 70°C
   •   Periodic Re-inspections: If re-inspections yield loose components, loose fasteners, corrosion between  
        components, or warping, immediately replace components that are found to be affected.



This manual contains important instructions that shall be followed during installation and maintenance of the system. This manual 
should be stored near the product’s installation and must be available at all times.

This product is only to be installed by qualified personnel. These installation instructions are for qualified personnel only and the 
instructions herein are provided for those individual(s) only. To reduce the risk of electric shock, injury or death, all installation work, 
wiring and connections must be performed by qualified personnel. Do not perform any installation or service other than that to which 
you are qualified to perform. Protect you and all persons and property during installation and servicing of this equipment. If you have 
any doubt concerning your competence or expertise, consult a qualified expert to perform the installation.

Lethal voltages are present during the installation, operation and service of PV Solar equipment. Proper precautions must be taken at 
all items to ensure the safety of the service personnel. At all times follow state and federal occupational safety and health administra-
tion (OSHA) guidelines and regulations. Utilize proper Personal Protective Equipment (PPE) as required per national and local 
regulations as well as for installation best practices.

Ensure the electrical installation is in accordance with the National Electrical Code (NEC), ANSI, NFPA 70, all local electrical codes, 
and with the authority having jurisdiction. If there are any contradictions between the NEC and this document, follow the NEC require-
ments.

Install, operate, and use this product in a manner consistent with the instructions provided. Failure to follow the procedures indicated 
may result in roof leaks, property damage, or consequential damage.

 • Ensure all electrical conductors are at zero voltage potential before installing or servicing this unit.
 • Never break contact on a circuit without using the appropriate disconnect device.
 • Follow established lockout-tagout procedures for all electrical conductors prior to servicing.
 • Photovoltaic systems produce potentially lethal electrical energy when exposed to light. Use all appropriate procedures to  
    de-energize the photovoltaic system and the conductors leaving the system prior to service.
 • Ensure all wires are in good service condition. Nicked, pinched, or damaged wires can lead to electrocution or cause a fire.
 • Be aware of and work away from power lines. Contact with power lines could result in electrocution, personal injury, or 
    death.
 • When disconnecting source or supply circuits, provide sufficient time as stated in the power electronics manufacturer’s 
    instruction manual in order to ensure discharge of all conductors in the circuit
 • Always verify the integrity and proper installation of the electrical components prior to energizing electrical circuits.
 • This device is not grounded and does not provide grounding means
 • Wear safety equipment rated for a minimum of 600V or as required for the specific site conditions.
 • Disconnect all conductors form the array prior to making or breaking connections within any point of the circuit.
 • Activating the AC and/or DC disconnect switch within a circuit does not shut off potential electrical energy or voltage from 
    the photovoltaic panels. Ensure the photovoltaic array is disconnected and there is zero voltage potential on the conduc
    tors being installed before servicing this product.
 • Do not use this equipment in a manner other than that outlined in these instructions. Doing so may cause personal injury or 
    death.
 • Check all wiring and connections for integrity and proper installation prior to energizing the circuit.
 • Always de-energize the DC and AC circuits prior to installation or service. Neglecting to do so could result in property 
    damage, personal injury of death.
 • If any part of this product becomes damaged, remove and discard the entire unit, and replace with a new one. Failure to do 
    so could result in fire, property damage, personal injury, electrocution, or death.

WARNING!    STOP    IMPORTANT SAFETY INSTRUCTIONS
READ ALL INSTRUCTIONS AND SAFETY WARNINGS PRIOR TO INSTALLATION
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Table 1: Capacity for Typical PV Cable

Quantity

10 14 awg
8 12 awg
7 10 awg
4 8 awg

Gauge

Table 2: Capacity for Enphase Q-Cable

Quantity

5 2-12 awg trunk cable

Gauge



 • When disconnecting the inverter, allow 15 minutes for all electrical storage components to discharge before 
    servicing any conductors in that circuit.
 • Do not install if the roof is wet, frosted, or covered by ice or snow.
 • Do not use the product to anchor fall protection equipment.
 • When determining ambient operating temperature, system designer must take into account external sources of 
    heat such as irradiance from the sun or the environmental conditions under which the product is installed such 
    as under a PV module. Exceeding the temperature rating could cause failure that could result in property 
    damage, fire, electrocution, personal injury or death.
 • The installation of this product requires working on roofs. Follow applicable safety regulations and best practices 
    to avoid falling from the work area. Take steps to prevent objects from falling off the roof.
 • Never work alone. Someone should always be in range of your voice or close enough to come to your aid in the 
   event of an accident.
 • Remove all rings, bracelets, necklaces, watches or other metal equipment that could become energized while 
   working with electrical conductors and equipment.
 • If modules are required to be removed or lifted during servicing, ensure the system is designed such that the 
    removal of the module will not disturb or break the system
    ground path. In addition, ensure the lifted module maintains its ground during servicing. Failure to follow these
    instructions could produce a shock hazard leading to personal injury or death.
 • Use a very sharp tool to cut the Tray then clean all burs.

Easy Solar Products Inc assumes no responsibility for the failure of an architect, contractor, installer, or building owner to 
comply with all applicable laws, building codes and requirements, and adequate safety precautions.
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